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Understanding Temperature and Altitude Corrections

The most common influences on air density are the
effects of temperature other than 70˚F and
barometric pressures other than 29.92 caused by
elevations above sea level.

Ratings found in fan performance tables and curves
are based on standard air. Standard air is defined as
clean, dry air with a density of .075 pounds per
cubic foot, with the barometric pressure at sea level
of 29.92 inches of mercury and a temperature of
70˚F. Selecting a fan to operate at conditions other
than standard air requires adjustment to both static
pressure and brake horsepower. The volume of air
will not be effected in a given system because a fan
will move the same amount of air regardless of the
air density. In other words, if a fan will move 3,000
cfm at 70˚F it will also move 3,000 cfm at 250ºF.
Since 250˚F air weighs only 34% of 70˚F air, the fan
will require less bhp but also create less pressure
than specified.

When a fan is specified for given cfm and static
pressure (Ps) at conditions other than standard, the
correction factors (shown in table) must be applied
in order to select the proper size fan, fan speed and
bhp to meet the new condition.

The best way to understand how the
correction factors are used is to work
out several examples. Let’s look at an
example using a specification for a fan
to operate at 600˚F at sea level. This
example will clearly show that the fan
must be selected to handle a much
greater static pressure than specified.

Example #1:  A 20 inch centrifugal fan
(20-BISW) is required to deliver 
5,000 cfm at 3.0 inches static pressure.
Elevation is 0 (sea level). Temperature
is 600˚F.

1. Using the chart, the correction factor is 2.00.
2. Multiply the specified operating static

pressure by the correction factor to determine
the standard air density equivalent static
pressure. (Corrected static pressure = 3.0 in.
wg x 2.00 = 6 in. wg. The fan must be selected
for 6 in. of static pressure.)

3. Based upon our performance table for a
20-BISW fan at 5,000 cfm at 6 in. wg  
2,018 frpm is needed to produce the required
performance. (This now requires a Class II
fan. Before the correction was made it would
have appeared to be a Class I selection.)

4. The bhp from the performance chart is 6.76.
5. What is the operating bhp at 600˚F?

Since the horsepower shown in the performance
chart refers to standard air density, this should be
corrected to reflect actual bhp at the lighter
operating air. Operating bhp = standard bhp ÷ 2.00
or 6.76 ÷ 2.00 = 3.38 bhp.

Important: We now know the operating bhp.
However, what motor horsepower should be
specified for this fan?

Note: It’s acceptable to interpolate when exact temperatures or elevations are not shown in chart.
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If a fan is selected to operate at high temperatures,
the motor must be of sufficient horsepower to
handle the increased load at any lower operating
temperature where the air is denser. Assume the air
entering the fan at start up is 70˚F, therefore no
correction should be made. The starting bhp
remains at 6.76
and a 7 1⁄2 hp
motor is
required.

Note: bhp
corrections are
most com-
monly used
for altitude
corrections
(see next
example) or
when the
starting and
operating
temperatures
are the same.

Example #2: A fan used at 6,000-ft. elevation to
exhaust 100˚F air from an attic space. A 30 inch roof
fan (GB-300) is required to move 10,400 cfm at 
.25 inch static pressure. 

1. Using the chart the correction factor is 1.32.
2. Multiply the specified operating static

pressure by the correction factor to determine
the standard air density equivalent static
pressure (Corrected static pressure = .25 in.
wg x 1.32 = 0.33 in. wg. The fan must be
selected for .33 in. static pressure.)

3. Based upon our performance table for a 
30 inch roof fan (GB-300), 698 frpm is needed
to produce the required performance.

4. The bhp from the performance chart is 2.40.
5. What is the operating bhp at 6,000-ft.

elevation and 100˚F air?

Since the horsepower selected refers to standard air
density, this should be corrected to reflect actual
bhp at the lighter operating air. Operating bhp =
standard bhp ÷ 1.32 or 2.40 ÷ 1.32 = 1.82 bhp.

In this example we can use the corrected bhp
because the fan is located at a given elevation and
will not be turned on until the attic temperature

reaches 100˚F. The result is a 2 hp motor can be
specified in lieu of a 3 hp.

Communicate your corrections.
When a specified fan appears on the fan schedule,
it’s important to determine if the specifier has
already made the required corrections for
temperature and altitude. Avoid confusion by
specifying at what temperature or altitude (or both)
the static pressure was calculated.

For example:  5,000 cfm at 600˚F and 6 in. static
pressure at 600˚F (or 3 in. Ps. at 70˚F).

Electronic fan selection programs, such as
Greenheck CAPS are excellent tools to solve both
the selection and specifying problems.

CAPS prompts the user to enter the airstream
temperature, the start up temperature, and the
altitude. The fan with the corrected conditions is
then automatically selected.

Using CAPS will also guard against making
selections for fan types or models that are not
appropriate for the condition. This is especially
important for selections at extreme temperatures
that require special considerations for materials,
motors, bearings, drives and speed derate factors.

As demonstrated in the above examples, for
optimum system design and performance, it’s
important to understand and make the proper
temperature and altitude corrections.
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Performance Chart for GB-300-20
Operating Conditions
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Volume (CFM): 10,400

SP (in. WC): 0.25

Power (hp.): 1.82

FRPM:

Air Density (lb./ft.2): 0.057

Elevation: 6,000

Air Stream Temp (ºF): 100

698 RPM

698

The curve below from CAPS represents
the fan density correction for example #2

Example 1: The fan curve represents the fans operation
at both the corrected and specified conditions. Curves

are plotted at standard air.



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Dot Gain 20%)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /ColorConversionStrategy /LeaveColorUnchanged
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /SyntheticBoldness 1.00
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveEPSInfo true
  /PreserveHalftoneInfo false
  /PreserveOPIComments false
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Apply
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile ()
  /PDFXOutputCondition ()
  /PDFXRegistryName (http://www.color.org)
  /PDFXTrapped /Unknown

  /Description <<
    /ENU (Use these settings to create PDF documents with higher image resolution for high quality pre-press printing. The PDF documents can be opened with Acrobat and Reader 5.0 and later. These settings require font embedding.)
    /JPN <FEFF3053306e8a2d5b9a306f30019ad889e350cf5ea6753b50cf3092542b308030d730ea30d730ec30b9537052377528306e00200050004400460020658766f830924f5c62103059308b3068304d306b4f7f75283057307e305930023053306e8a2d5b9a30674f5c62103057305f00200050004400460020658766f8306f0020004100630072006f0062006100740020304a30883073002000520065006100640065007200200035002e003000204ee5964d30678868793a3067304d307e305930023053306e8a2d5b9a306b306f30d530a930f330c8306e57cb30818fbc307f304c5fc59808306730593002>
    /FRA <>
    /DEU <>
    /PTB <>
    /DAN <>
    /NLD <>
    /ESP <>
    /SUO <>
    /ITA <>
    /NOR <>
    /SVE <>
  >>
>> setdistillerparams
<<
  /HWResolution [2400 2400]
  /PageSize [612.000 792.000]
>> setpagedevice


